IMASON COUNTY

ADDENDUM 3

Project: Vuecrest Water System — Reservoir and Booster Station

Date: 02/23/2024
To: Prospective Bidders
From: Mason County PUD 1

Cc: Kristin Masteller, MCPUD 1

ADDENDUM

Bidder shall sign and attach a copy of this Addendum with Bid Proposal.

Changes and clarifications to the Bid Documents and Plan-Set for the above-referenced project
are as follows:

1. Please clarify Davis-Bacon vs. Prevailing Wage — This was answered in Addendum No. 1.

2. What is the thickness of the proposed generator pad? The detail for this is located on Page 2 of this
addendum.

3. The Geotech report calls out that stripping depths should be 6 inches, however the specifications for

"Clearing and Grubbing" call out a minimum depth of 8 inches to be stripped. Please clarify which depth

we should use for bidding purposes. The stripping depth should be 8” per the specifications. The Geotech

report is just informational.

4., Will water or power be available on site? Water will be available on site. Power will not be available.

Acknowledgement of receipt of Addendum:

SIGNATURE OF BIDDER
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CONSULTING ENGINEERS

Gray & Osborne, Inc.

1130 RAINIER AVENUE SOUTH, SUITE 300
SEATTLE, WASHINGTON 98144 e (206) 284-0860
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